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Abstract
In this paper we propose a tabu search algorithm to find the least-cost design of looped water distribution networks.
The mathematical nature of this optimization problem, a nonlinear mixed integer problem, is at the origin of a mul-
titude of contributions to the literature in the last 25 years. In fact, exact optimization methods have not been found for
this type of problem, and, in the past, classical optimization methods, like linear and nonlinear programming, were tried
at the cost of drastic simplifications. Tabu search is a valuable heuristic technique for solving problems cast in com-
binatorial form. This is based on the human memory process and uses an iterative neighborhood search procedure in an
attempt to avoid becoming trapped in local optima. The use of such a heuristic procedure to solve the aforementioned
problem needs particular tailoring to produce high quality solutions. In this paper we present the essential features of
the algorithm and the results obtained when it is applied to some of the classical water distribution network case studies
appearing in the literature. The results are very promising and demonstrate the usefulness of tabu search algorithms in
solving this kind of optimization problem.
 2003 Elsevier B.V. All rights reserved.
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Water distribution networks are very impor-
tant urban infrastructures whose realization needs
huge investments. Therefore it is important that
appropriate tools are used to help find the best
decisions regarding their layout, design and oper-
ation. In the past twenty-five years a great deal of
research has been conducted on the optimization
of water distribution networks.* Corresponding author.
E-mail addresses: mccunha@dec.uc.pt (M. da Conceic~ao
Cunha), luirenco@mail.isec.pt (L. Ribeiro).
0377-2217/$ - see front matter  2003 Elsevier B.V. All rights reserv
doi:10.1016/S0377-2217(03)00242-XIn this paper we are going to deal with a looped
distribution network design problem, which entails
finding the set of commercial diameters (diameters
are available only in certain sizes) that incur the
least cost. The optimization model representing
such a problem is a nonlinear mixed integer model.
In fact, the equations representing the hydraulic
behavior (equations coming from physics, repre-
senting flow and energy aspects) of the network,
like the energy conservation law, are nonlinear,
and the diameters must be chosen from the dis-
crete diameters available commercially. These
mathematical characteristics of the problem,
which has discontinuous functions, with manyed.
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methods proposed in the literature. In the past,
methods like linear and nonlinear programming
were used, sometimes at the cost of considerable
simplifications of the optimization models. One of
the earliest novel optimization approaches was
presented by Alperovits and Shamir (1977). These
authors proposed the so-called linear program-
ming gradient method. This is an iterative method
where, at each iteration, a fixed set of flows is tried,
and every pipe is divided into segments, each with
a different diameter. The decision variables are the
lengths of each segment, and the problem is re-
duced to a linear one. In the successive iterations,
the flow variables are heuristically adjusted ac-
cording to the gradient of the objective function.
Other authors followed this innovative course and
introduced alternative derivations from the linear
programming-based gradient expressions (Quin-
dry et al., 1981; Fujiwara et al., 1987; Kessler and
Shamir, 1989; Fujiwara and Khang, 1990). It
should be noted that this approach leads to solu-
tions in which pipes have one or two fixed diam-
eter segments. This is called a split-pipe design,
and solutions have been reported where 99% of a
pipe has one diameter and the remaining 1% an-
other. For practical implementation this type of
solution is unrealistic. Another optimization ap-
proach uses nonlinear programming, in which the
diameter is taken to be a continuous variable
(Fujiwara and Khang, 1990, 1991; Varma et al.,
1997). The solution provided by the continuous
diameter approach is not practical, because di-
ameters must be chosen from the diameter sets
available commercially, and only certain sizes are
marketed. The conversion of continuous solutions
into discrete diameters can induce a loss of opti-
mality and even a loss of feasibility. Readers in-
terested in previous work regarding the split-pipe
design and continuous diameter approaches are
referred to Walski (1985) and Lansey and Mays
(1989).
In the light of the above comments it is clear
that diameters have to be considered as discrete
variables. Gessler (1981, 1982, 1985) made some of
the first attempts to treat diameters as discrete
variables. This author uses an explicit enumera-
tion, examining all possible diameter combina-tions. In order to overcome the dimensional
difficulties encountered, similar classes of pipes
were grouped together and assigned the same di-
ameter. This is an interesting approach, but for
large-scale problems, grouping in this way can
induce a loss of information and render the
method inefficient.
Methods capable of handling nonlinear mixed
integer models (keeping all the realistic features),
searching for global optimality, have only been
developed recently. Among them we find genetic
algorithms (used by Goldberg and Kuo, 1987;
Hadji and Murphy, 1990; Murphy and Simpson,
1992; Walters and Cembrowicz, 1993; Simpson
et al., 1994; Savic and Walters, 1997; Walters et al.,
1999), and simulated annealing (used by Cunha
and Sousa, 1999; Cunha and Sousa, 2001). Theo-
retical proofs relative to the convergence of simu-
lated annealing with global optimal solutions have
been formulated, but it would be impractical to
observe theoretical conditions in real-world ap-
plications (Cunha and Sousa, 1999). Regarding
genetic algorithms, only empirical results related
to their convergence to global optimal solutions
are known. The use of genetic and simulated an-
nealing algorithms was a significant step forward
in the search for the most suitable method for
solving the least-cost design water distribution
network problem. Cunha and Sousa (1999, 2001)
showed that some improvements can be achieved
in both solution quality and computer running
times with simulated annealing vis-a-vis genetic
algorithms. Nevertheless, it must still be pointed
out that there is no proof that any of the solutions
given by the optimization algorithms referred to
above provide global optimality relative to the
optimal design of water distribution networks.
Research should continue, therefore, and the
evaluation of other heuristic methods is still im-
portant. This is the main motivation for the pre-
sent work. In this paper, the authors propose a
tabu search algorithm for solving the aforemen-
tioned problem and compare the results with those
achieved by genetic and simulated annealing al-
gorithms. Tabu search is a heuristic procedure
designed for solving optimization problems, and
it has been successfully applied to a variety of
combinatorial problems like scheduling, vehicle
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search is a very aggressive heuristic for overcoming
local optima, and searching for global optimality
by exploring other regions of the solution space.
Its efficiency depends on the fine-tuning of some
parameters. Faigle and Kern (1992) presented
convergence results for a probabilistic version of
tabu search inspired by the analyses carried out for
simulated annealing.2. Optimization model formulation
The design problem can be stated as follows: to
choose from a set of discrete commercial diame-
ters, the combination of diameters that gives the
least cost network required to supply a set of de-
mand nodes within a prescribed range of pres-
sures. The corresponding model (Cunha and
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where NN : node set; NP : pipe set; NPn: set of pipes
entering or leaving node n; fDg: set of commercial
diameters; Dk: diameter of pipe k; Lk: length of pipe
k; Qk: flow in pipe k; Sn: demand at node n; DHk:
head loss in pipe k; Hn: head in node n; Hnmin: min-
imum head of node n; Dmin: minimum diameter; ck:
unit cost per length; w: numerical conversion con-
stant; C: roughness coefficient of Hazen–Williams
equation (depending on the material); a, b: con-
stants as proposed by Hazen–Williams.
The objective function (1) expresses the mini-
mization of the network cost that is assumed to be
a function of the pipe diameters (the decision
variables), with the length Lk and the unit cost ck to
be known. In fact, as the network layout is sup-
posed to be established, the lengths are defined.For each diameter Dk of the diameter set, the unit
cost is provided by commercial catalogues. This
model assumes a gravity fed system not containing
pumps and other devices.
The first set of constraints (2) expresses the
mass conservation law at each node or the conti-
nuity principle.
The head loss in each pipe is the difference be-
tween its node heads (3). The Hazen–Williams
equation is selected to represent these head losses.
The set of constraints (4) expresses the mini-
mum pressure (technical requirements) at each
node.
The set of constraints (5) expresses the accept-
able minimum diameter requirements in each pipe.
The set of constraints (6) signifies that the di-
ameter of each pipe must belong to a commercial
set.3. Tabu search algorithms
Tabu search is a global optimization heuristic
based on the human memory process (for a de-
tailed explanation of tabu search algorithms see
Glover and Laguna (1997)). The implementation
of this method is based on the exploration of the
neighborhood of the current solution. This can be
done by exploring either the entire neighborhood
or a part of it, and so a mechanism for generating
neighbor solutions must be provided. This mech-
anism defines the moves to be performed in each
iteration. In order to prevent cycling between the
same solutions, certain moves can be forbidden,
earning them the status of ‘‘tabu move’’. The set of
tabu moves defines the tabu list. Tabu moves are
not permanent; a short-term memory function
enables them to leave the tabu list. They stay in the
tabu list for a set time (number of iterations) de-
fined by the tabu tenure parameter. The use of the
aspiration criterion permits certain moves on the
tabu list to overcome any tabu status. This will
occur whenever moves lead to the finding of so-
lutions corresponding to a predefined criterion. A
diversification procedure, using a long-term
memory function, will lead to the exploration of
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The tabu search algorithm is implemented using
some well-known test networks from the literature.
The evaluation of different optimization tech-
niques to solve least-cost design water network
problems contained in the literature is based usu-
ally on three case studies: Alperovits and Shamir
(Fig. 1), Hanoi (Fig. 2) and New York (Fig. 3)
networks. Two more cases have been added here
(Figs. 4 and 5), but only results from one or two
researchers are available for comparison. In this
field (least-cost design water network) there is no
collection of benchmark of problems, as there is
with some classical optimization problems (facility
location, traveling salesman, etc.). It would be very
useful to build up a ‘‘library’’ containing a signif-
icant number of case studies to permit the com-
parison of the results provide by different solution
methods.
The data used here can be found in Cunha
and Sousa (1999) for networks 1 and 2, in Cunha
and Sousa (2001) for network 3, and in Sousa and
Cunha (1999) for networks 4 and 5. Network 4 has
been solved for two different minimum diameter
constraints (Dmin ¼ 2 and 4 in.). A single load
condition (flow requirements) has been considered
for all the networks except network 5, where three
load conditions were used (one for supply and two
others to satisfy fire safety requirements). In each
iteration the algorithm uses demand supplies for




















Fig. 3. Network 3 (New York network).requirements are met. The design of network 5
involves building some new pipes and reinforcing
some of the existing ones (1, 4 and 5) by using
pipes in parallel to increase network capacity.
The essential features that have been considered
in building a tabu search algorithm for optimizing
the design of a looped water distribution network
are: the initial solution, the neighborhood struc-





























































Fig. 5. Network 5 (Walski et al., 1990).
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termination criteria.4.1. Initial solution
There are many ways to find a feasible starting
solution. This solution must observe the hydraulic
equilibrium constraints and the constraints re-
garding node heads. To establish a general rule
easy to implement, a configuration where each
pipe has the highest diameter of the commercial set
is proposed as starting solution. This starting so-
lution will therefore play the role of the current
solution. Then the mechanism for generating
neighbor solutions is applied.4.2. Neighborhood structures
Neighborhood structures will vary with algo-
rithm behavior. The move considered first consists
of reducing the diameter of one pipe at a time.
Therefore neighbor solutions are characterized by
configurations in which all pipes but one have the
same diameter as in the current configuration. The
new current solution will be the one presenting
the least-cost while meeting hydraulic constraints.
The new current solution is selected by evaluat-
ing the cost of each configuration and solving the
hydraulic equilibrium equations. For this purpose,
a hydraulic simulator is incorporated into the al-
gorithm. The hydraulic model assumes steady state
flow conditions and the mass conservation law
equations are rewritten in terms of node heads.
The flow is computed by
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This yields a set of nonlinear equations that is
solved by the method proposed in Gessler (1981).
The flow in each pipe and the pressure in each
node are obtained, thereby allowing the evaluation
of head constraints.
When a local optimum is reached, the move
consists of increasing the diameter of one pipe.
The new current solution will be defined according
to the rules established by the diversification pro-
cedure, while meeting the hydraulic constraints.
4.3. Diversification procedure
When a local optimal solution is reached, the
neighbor solutions are generated by increasing pipe
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Fig. 8. Network 2––implementation T.S.2.
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other areas of the solution space. This information
can synthesize many attributes and can be com-
bined in many ways. Matrixes storing the number
of times a pipe diameter is modified, or the number
of times a pipe has been ascribed a particular di-
ameter size, are examples of the information pro-
vided by a long-term memory function that can be
used for overcoming local optima. Of the different
implementations tried, two worked better than the
others:
• the configuration to be chosen is the one in
which the pipe whose size was increased presents
the lowest value of a parameter given by multi-
plying the number of changes in the diameter
of the pipe during the search procedure by the
number of times that the pipe was ascribed the
increased diameter size (implementation T.S.1);
• the configuration to be chosen is the one in
which the pipe whose size was increased has
maintained the same diameter for the longest
period in previous iterations (implementation
T.S.2).
4.4. Tabu moves, tabu list size and aspiration
criterion
The move underlying the definition of the new
current solution (i.e. the modification of the size of
the pipe whose diameter has been changed) be-
comes a tabu move and enters the tabu list. The
tabu tenure parameter undoubtedly influences the
final solution. In our implementation, a fixed value
and a variable random value were both tried for
this parameter. Figs. 6 and 7, and Figs. 8 and 9
show the results of implementations T.S.1 and
T.S.2 respectively, where fixed values for a tabu
tenure parameter were used (for networks 2 and 3).
It is clear that when the tabu tenure takes values
closer to the number of pipes in each network
(network 2 has 34 pipes and network 3 has 21
pipes) the quality of the solution deteriorates.
Another aspect to be noted when fixed tabu tenure
parameters are used is that the best solutions
known for networks 2 (6.056 106 dollars) and
network 3 (37.1 106 dollars) are achieved only
once: in the T.S.2 implementation with tabu ten-ure¼ 2 or 4 for network 2; and in the implemen-
tation T.S.1 with tabu tenure¼ 9 for network 3.
But when this parameter is defined randomly an
improvement is accomplished. Fig. 10 displays the
solutions obtained by T.S.2 implementation for
network 2 with a random tabu tenure parameter,
using different pseudorandom generator seed
numbers. Only in two cases is the best-known




















Without aspiration criterion With aspiration criterion
Fig. 9. Network 3––implementation T.S.2.
Fig. 10. Network 2––implementation T.S.2 (with random tabu
tenure and aspiration criterion).
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from the best known solution).
An aspiration criterion is activated to overcome
the tabu status of a move whenever the solution
then produced is better than the best historical
solution achieved. This criterion will be effective
only after a local optimum is reached.
Figs. 6–9 show the effect of using, or not using,
an aspiration criterion. In general, when the aspi-
ration criterion is not used, the best solutions
known for networks 2 and 3 are not attained (ex-
cept for network 2 when the parameter tabu tenure
takes values of two or four in the T.S.2 imple-
mentation). On the whole, it can be said that the
use of an aspiration criterion and a random tabu
tenure parameter contribute to an improved final
solution.
4.5. Termination criteria
Two termination criteria were used: a maximum
number of iterations (first criterion), and a maxi-mum number of iterations without improvement
of the solution (second criterion). The quality of
the final solution and the computer running time
are both influenced by the termination criteria. A
maximum of 10,000 iterations (first criterion), and
a maximum of 3500 for the number of iterations to
be performed without solution improvement (sec-
ond criterion) produced solutions of similar qual-
ity, but the implementation of the first criterion is
clearly more time consuming.
4.6. Results
Table 1 presents different authors solutions, as
reported in the literature as well as T.S.1 and T.S.2
solutions. The costs are expressed in millions of
dollars, except those for network 1, which are ex-
pressed in monetary units. Three types of solution
are reported, according to the methods used. As
has been pointed out, split-pipe and continuous
diameter designs are not appropriate solutions for
this kind of problem. Realistic designs need dis-
crete diameter solutions. The diameters corre-
sponding to networks 1 and 2 are the same as
those presented in Cunha and Sousa (1999), and
the diameters corresponding to network 3 are the
same as those presented in Cunha and Sousa
(2001). The diameters for networks 4 and 5 are
shown in Tables 2 and 3. Analysis of these tables
shows the new combination of pipe sizes, deter-
mined by tabu search, that produced better solu-
tion costs.
Gessler (1981, 1982) used an enumeration pro-
cedure to examine all possible combinations. The
explosion of the combinatorial dimension was
dealt with by grouping together some pipes that
were assigned the same diameter. The efficiency of
tabu search is enhanced by analyzing each pipe
rather than groups of pipes, giving better solutions
in comparison to those of Gessler (1981, 1982).
This is particularly evident in the results shown in
Table 2 for network 4. Various new diameter
combinations can be indicated for groups of pipes
assigned the same diameter by Gessler (1981). For
example, pipes 10, 11, and 12 in network 4 (min.
diameter 50.8 mm) were assigned the diameter
203.2 mm in Gessler (1981), and T.S.2 reduces the
diameter of pipe 10 to 50.8 mm. New diameter
Table 1
Solution costs for the five networks
Authors Networks Solution





Alperovits and Shamir (1977) 498 Split-pipe
Gessler (1981) 834 858 Discrete diameters
Gessler (1982) 41.8 Discrete diameters
Morgan and Goulter (1985) 38.9 Split-pipe
Morgan and Goulter (1985) 39.2 Discrete diameters
Goulter et al. (1986) 435 Split-pipe
Kessler (1988) 39.0 Split-pipe
Kessler and Shamir (1989) 418 Split-pipe
Fujiwara and Khang (1990) 36.6 Split-pipe
Fujiwara and Khang (1990, 1991) 6116 Continuous diameters
Fujiwara and Khang (1990, 1991) 6319 Split-pipe
Walski et al. (1990) 1884.432 Discrete diameters
Sonak and Bhave (1993) 6045 Split-pipe
Murphy et al. (1993) 38.8 Discrete diameters
Eiger et al. (1994) 402 6027 Split-pipe
Loganathan et al. (1995) 38.0 Split-pipe
Dandy et al. (1996) 38.8 Discrete diameters
Varma et al. (1997) 6000 Continuous diameters
Varma et al. (1997) 6162 Discrete diameters
Savic and Walters (1997) 419 6056 37.1 Discrete diameters
Sousa and Cunha (1998) 419 6056 37.1 Discrete diameters
Cunha and Sousa (1999) 419 6056 Discrete diameters
Sousa and Cunha (1999) 810 830 1750.320 Discrete diameters
T.S.1 420 6056 37.1 810 830 1727.616 Discrete diameters
T.S.2 420 6056 37.1 808 830 1727.616 Discrete diameters
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11 and 13) produce a better solution for network 5
vis-a-vis the solution provided by Walski et al.
(1990). The results also show that tabu search al-
gorithms achieve an improvement for some of the
networks (networks 4 and 5) vis-a-vis the solutions
provided by simulated annealing (Sousa and
Cunha, 1999).
Computer running times using a Pentium PC at
433 MHz are displayed in Table 4. It must be
emphasized that the solution space, where a con-
figuration that produces the least-cost for each
network is to be found, is very large. Taking net-
work 2, for example, which has 34 pipes, and using
a commercial diameter set containing six differ-
ent diameters, the solution space contains 634¼
2.87 1026 different possible network designs. Thesearch procedure can thus be considered quite ef-
ficient.
As mentioned in the introduction, since a global
optimal solution is not known for these problems,
it is very important to evaluate different heuristic
methods to find the most suitable. Our aim, in this
paper, has been to tailor a tabu search algorithm
to achieve high quality least-cost solutions for
looped water distribution networks. This objective
was attained, but when the results provided by the
three modern heuristic methods are analyzed, it is
still hard to arrive at a general conclusion about
the most appropriate heuristic for dealing with the
problem defined here.
The ability of the tabu search algorithm that
has been built to overcome local optima solutions
should be indicated. To test it, some local optima
Table 2




















1 365.76 120 152.4 50.8 50.8 101.6 101.6 101.6
2 365.76 120 152.4 50.8 50.8 101.6 101.6 101.6
3 365.76 120 152.4 101.6 50.8 101.6 101.6 101.6
4 365.76 120 50.8 203.2 203.2 101.6 101.6 101.6
5 365.76 120 50.8 50.8 50.8 101.6 101.6 101.6
6 365.76 120 50.8 50.8 101.6 101.6 101.6 101.6
7 365.76 120 50.8 50.8 50.8 101.6 152.4 152.4
8 365.76 120 50.8 203.2 101.6 101.6 152.4 152.4
9 365.76 120 50.8 203.2 50.8 101.6 101.6 101.6
10 365.76 120 203.2 50.8 50.8 203.2 101.6 101.6
11 365.76 120 203.2 101.6 203.2 203.2 152.4 152.4
12 365.76 120 203.2 101.6 203.2 203.2 203.2 203.2
13 243.84 120 152.4 203.2 203.2 152.4 203.2 203.2
14 243.84 120 152.4 50.8 50.8 152.4 152.4 152.4
15 243.84 120 152.4 50.8 50.8 152.4 101.6 101.6
16 243.84 120 50.8 50.8 50.8 101.6 101.6 101.6
17 243.84 120 50.8 203.2 203.2 101.6 101.6 101.6
18 243.84 120 50.8 50.8 203.2 101.6 101.6 101.6
19 243.84 120 50.8 50.8 101.6 101.6 101.6 101.6
20 243.84 120 50.8 50.8 50.8 101.6 101.6 101.6
21 243.84 120 50.8 101.6 101.6 101.6 152.4 152.4
22 243.84 120 152.4 101.6 50.8 152.4 101.6 101.6
23 243.84 120 152.4 101.6 101.6 152.4 101.6 101.6
24 243.84 120 152.4 203.2 101.6 152.4 152.4 152.4
25 914.40 120 254.0 254.0 254.0 254.0 254.0 254.0
Solution cost ($) 834,000 810,000 807,999 858,000 830,000 830,000
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3) included in the literature were used as starting
solutions to run the tabu search algorithm devel-
oped. They are presented in Table 5 for Morgan
and Goulter (1985) and Murphy et al. (1993) and
in Table 6 for Gessler (1982). This author did not
use the same commercial diameter set as is usually
found in the literature. For the sake of compari-
son, the diameters used in the Gessler (1982) so-
lution were converted into the nearest ones
included in those sets.
Fig. 11 shows how the algorithm develops when
it starts with the Gessler (1982) solution. A zoom
in this figure, taking iterations from 0 to 160 (Fig.12), shows that the optimal solution (37.1 M$
dollars) is obtained in iteration 124. Figs. 13 and
14 display the behavior of the algorithm when the
Morgan and Goulter (1985) and Murphy et al.
(1993) solutions are used as starting solutions (the
optimal solution is obtained in iteration 103 for
the first case and in iteration 300 for the second
case).
In Figs. 12 and 13 it can be seen that the
diversification procedure takes place very early (in
the fifth iteration and in the fourth iteration
when Gessler (1982) and Morgan and Goulter
(1985) are the respective starting solutions).
When the Murphy et al. (1993) solution is used as
Table 3
Solution for network 5
Pipe number Length (m) Hazen–Williams
coefficient
Diameter (mm)
Walski et al. (1990) Sousa and Cunha (1999) T.S.1 and T.S.2
1 4828.032 75 355.6 355.6 355.6
2 1609.344 80 254.0 254.0 254.0
3 1609.344 80 254.0 254.0 254.0
4 6437.376 80 254.0 254.0 254.0
5 1609.344 80 254.0 254.0 254.0
6 1609.344 100 203.2 203.2 203.2
7 1609.344 120 203.2 203.2 203.2
8 1609.344 120 304.8 304.8 304.8
9 1609.344 80 254.0 254.0 254.0
10 1609.344 100 101.6 101.6 101.6
11 1609.344 120 304.8 203.2 254.0
12 1609.344 100 203.2 203.2 203.2
13 1609.344 120 203.2 152.4 101.6
14 1609.344 120 203.2 254.0 203.2
15 4828.032 120 0.0 0.0 0.0
16 6437.376 120 355.6 355.6 355.6
17 1609.344 120 0.0 0.0 0.0
Solution cost ($) 1,884,432 1,750,320 1,727,616
Table 4
Running times (in seconds)
Networks
1 2 3 4 (Dmin ¼ 2 in.) 4 (Dmin ¼ 4 in.) 5
T.S.1 16 391 54 71 46 46
T.S.2 16 445 60 94 65 55
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occurs in the first iteration. It should be noted that
when the starting solution is that described in
Section 4.1, i.e. a configuration where each pipe
has the highest diameter of the commercial set, the
diversification procedure takes place in iteration
144.5. Conclusions
A tabu search algorithm has been constructed
to enable the least-cost design of looped water
distribution networks to be found. The fine-tuning
of its parameters permits high quality solutions to
be achieved, and the results obtained reveal the
ability of the algorithm to cope with the combi-natorial characteristics of this problem. Some im-
provements in the results achieved with tabu
search algorithms can be indicated.
The small number of case studies available in
the literature means that the comparison of the
solutions provided by the three modern heuristic
techniques (genetic algorithms, simulated anneal-
ing and tabu search) does not allow general con-
clusions to be drawn about the heuristic most
suitable for solving the problem proposed here.
Since the solution of realistic network problems
would benefit greatly from the application of
heuristics, the authors suggest that a database of
networks should be set up. This would enable the
conclusions drawn from studies carried out on
these networks to be more easily compared by
researchers in this field.
Table 6
Gessler (1982) solution
Pipe Gessler (1982) D selected
(mm)D (in.) D (mm)
1 0 0 0
2 0 0 0
3 0 0 0
4 0 0 0
5 0 0 0
6 0 0 0
7 100 2540 2438.4
8 100 2540 2438.4
9 0 0 0
10 0 0 0
11 0 0 0
12 0 0 0
13 0 0 0
14 0 0 0
15 0 0 0
16 100 2540 2438.4
17 100 2540 2438.4
18 80 2032 2133.6
19 60 1524 1524
20 0 0 0
21 80 2032 2133.6


















Fig. 11. Algorithm development when the Gessler (1982) so-
lution is the starting solution.
Table 5
Morgan and Goulter (1985) and Murphy et al. (1993) solutions
Pipe L (m) Morgan and Goulter (1985) Murphy et al. (1993)
D (in.) D (mm) D (in.) D (mm)
1 3535.723 0 0 0 0
2 6035.113 0 0 0 0
3 2225.067 0 0 0 0
4 2529.871 0 0 0 0
5 2621.312 0 0 0 0
6 5821.751 0 0 0 0
7 2926.116 144 3657.6 0 0
8 3810.046 0 0 0 0
9 2926.116 0 0 0 0
10 3413.802 0 0 0 0
11 4419.654 0 0 0 0
12 3718.605 0 0 0 0
13 7345.769 0 0 0 0
14 6431.358 0 0 0 0
15 4724.457 0 0 120 3048
16 8046.818 96 2438.4 84 2133.6
17 9509.876 96 2438.4 96 2438.4
18 7315.289 84 2133.6 84 2133.6
19 4389.173 60 1524 72 1828.8
20 11704.462 0 0 0 0
21 8046.818 84 2133.6 72 1828.8


















Fig. 12. Initial iterations when the Gessler (1982) solution is the
starting solution.



















Fig. 13. Initial iterations when the Morgan and Goulter (1985)



















Fig. 14. Initial iterations when the Murphy et al. (1993) is the
starting solution.
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